**NOTES:**

1. **Wiring to be shielded twisted pair cable (Belden 9841 or equivalent).**
2. **Terminate shields at the source only, do not connect at the units.**
3. **For C-MORE controls only: On the CPU board inside the C-MORE control panel of the last unit only, turn the DIP switches labeled BIAS1, term, and BIAS2 to the "on" position.**
4. **This drawing applies only if water heater management is not being used.**